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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM 
WASTE DISCHARGE PERMIT 

Department of Environmental Quality 
Western Region - Salem Office 

750 Front Street NE, Suite 120, Salem, OR 97301-1039 
Telephone: (503) 378-8240 

Issued pursuant to ORS 468B.050 and The Federal Clean Water Act 

ISSUED TO: 
Ashland, City of 
20 East Main Street 
Ashland, Oregon 97520 

SOURCES COVERED BY THIS PERMIT: 
Outfall Outfall 

Type of Waste Number Location 
Treated Wastewater 001 R.M. 0.25 
Reclaimed Water Reuse 002 

FACILITY TYPE AND LOCATION: 
Oxidation Ditch 
Ashland STP 
1/4 Mile NW of Nevada St. & Oak St. 
Ashland 

Treatment System Class: Level IV 
Collection System Class: Level III 
EPA REFERENCE NO: OR-002073-7 

RECEIVING STREAM INFORMATION: 
Basin: Southern Oregon Coastal 
Sub-Basin: Middle Rogue 

Receiving Stream: Ashland Creek 
LLID: 1227202422154 - 0.25 - D 
County: Jackson 

Issued in response to Application Nos. 988564 received 10/02/2000 and 985027 received 12/06/2002. 
This permit/s/iss/ie/l/b/s/gV^n the land use findings in the pennit record. 

May 27, 2004 
Michael H, Kortenhof, Water Quality Manager 
Western Region 

Date 

PERMITTED ACTIVITIES 
Until this permit expires or is modified or revoked, the permittee is authorized to construct, install, modify, or operate 
a wastewater collection, treatment, control and disposal system and discharge to public waters adequately treated 
wastewaters only from the authorized discharge point or points established in Schedule A and only in conformance 
with all the requirements, limitations, and conditions set forth in the attached schedules as follows: 

Page 
Schedule A - Waste Discharge Limitations not to be Exceeded 2 
Schedule B - Minimum Monitoring and Reporting Requirements 4 
Schedule C - Compliance Conditions and Schedules , 9 
Schedule D - Special Conditions 10 
Schedule F - General Conditions 14 

Unless specifically authorized by this permit, by another NPDES or WPCF permit, or by Oregon Administrative Rule, 
any other direct or indirect discharge to waters of the state is prohibited, including discharge to an underground 
injection control system. 
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SCHEDULE A 

Waste Discharge Limitations not to be exceeded after pennit issuance. 

a. Treated Effluent Outfall 001 

(1) 

(2) 

(3) 

(4) 

May 1 - August 31 and November 1 

Parameter 
CBOD5 

TSS 
Ammonia 
(see note 2) 
Phosphorus 

-November 30: 
Average Effluent 

Concentrations (mg/L) 
Monthly Weekly -Daily 

10 
10 

0.52 

15 
15 

1.2 

Monthly* 
Average 
lb/day 

120 
96 

1.6 

Weekly* 
Average 
lb/day 
210 
180 

Daily* 
Maximum 

lbs 
380 
480 

5.1 

September 1 -

Parameter 
CBOD5 
TSS 
Ammonia 
(see note 2) 
Phosphorus 

October 3 1: 
Average Effluent 

Concentrations (mg/L) 
Monthly Weekly Daily 

4 
10 

0.52 

5 
15 

1,2 

Monthly* 
Average 
lb/day 

77 
96 

1.6 

Weekly* 
Average 
lb/day 

120 
180 

Daily' 
Maximum 

lbs 
250 
480 

5.1 

December 1 - April 30 

Parameter 

CBOD, 
TSS 
Ammonia 
(See note 2) 

Average Effluent 
Concentrations (mg/L) 

Monthly Weekly Daily 
25 
30 

0.80 

40 
45 

1.8 

Monthly* 
Average 

lb/day 
400 
400 

* Average dry weather design flow to the facility equa 
been individually assigned. 

Weekly* 
Average 

lb/day 
920 
920 

Daily 
Maximum 

lbs 
1500 
1500 

s 2.3 MGD, Mass load limits have 

Other parameters (year-round 
except as noted) 

E. coli Bacteria 

pH 
CBOD5 and TSS Removal 
Efficiency 
Dissolved Oxygen 
(Oct 15 though May 15) 
Excess Thermal Load 
(Oct 15 though May 15) 
Excess Thermal Load 
(May 16 though Oct 14) 

Limitations 

Shall not exceed 126 organisms per 100 mL 
monthly geometric mean. No single sample shall 
exceed 406 organisms per 100 mL. (See Note 1) 
Shall be within the range of 6.5 - 8.5 
Shall not be less than 85% monthly average for 
CBOD5 and 85% monthly for TSS. 
Shall not be less than 9.0 mg/L 

Shall not exceed 78 million kcals/day (See Note 
3) 
Shall not exceed 38 million kcals/day (See Note 
3) 


